one foot
”

three inches

one foot

one and one half inches

one foot

one inch
”

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch
0

4 8

onspgyarter.ingh,,= one foot
ki O .

May 08

tp -
16

ki

(¢]

PNFIEEN R IR ArofEedt

8

0

] REFLECTED CEILING PLAN - SYMBOLS LEGEND
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Roor LI REFLECTED CEILING PLAN - GENERAL NOTES

A PERMETER CEILING TILES SHALL NOT BE LESS THAN 4".

[ Asa B. LOCATE ALL SPRINKLER HEADS, SMOKE DETECTORS, AUDIO SPEAKERS, HEAT SENSORS, ETC
oAl N THE CENTER OF CEILING TILE (OR IN THE CENTER OF THE RAISED/RECESSED FIELD OF A
; L PATTERNED TILE).

REMOVE EXISTING CEILING STSTEM IF NEW WALLS PENETRATE EXISTING CEILING STSTEMS TO
REMAIN. PATCH TO MATCH EXISTING CEILING STSTEM TO NEW WALL.

I

CORRIDPR ® |<8 JORRIQOR ' D. THE FOLLOWING, IN DESCENDING ORDER, 16 THE PRECEDENCE ASSIGNED THE WORK ITEMS
e TEO| L | el FOR SPACE PRIORITY. RECESSED LIGHT FIXTURES AND SPACE FOR THEIR INSTALLATION 19
i / . FIRST PRIORITY. HVAC DUCTWORK, SECOND PRIORITY, ETC. AN EXCEPTION TO THE

L - - . L - = ‘ e I ——— - . . , o . PRECEDENCE LISTING WOULD BE THE GRAVITY FLOOR REQUIREMENT FOR PLUMBING WASTE

AND ROOF DRAINAGE. ALL ITEMS ARE TO BE INSTALLED TIGHT TO STRUCTURE OR THE
WORK ITEMS ABOVE.

- RECESSED LIGHT FIXTURES

- DUCTHORK AND APPURTENANCES

- MEDICAL GASES

- PLUMBING WASTE AND ROOF DRAINAGE
- HYAC PIPING

- PLUMBING YENT AND SUPFLY PIPING

- ELECTRICAL CONDUIT

- FIRE PROTECTION $PRINKLER PIPING
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E.  WHERE PATIENT LIFT STSTEMS ARE PRESENT, ALL CEILING MOUNTED ITEMS, INCLUDING
ACOUSTICAL CEILING 8YSTEMS, ARE TO BE COORDINATED WITH THE LIFT STSTEM PRIOR TO
INSTALLATION.

REFLECTED CEILING PLAN NOTES

(1)

@ CEILING MOUNTED CUBICLE CURTAIN TRACK, SEE DETAIL . PROVIDE 12" RADIUS AT
CORNER WHERE SHOWN ON PLAN RETURNING TO ADJACENT WALL. CONTRACTOR TO PROVIDE
OVERSTOCK OF (3) ADDITIONAL 106"W X 94'L PANELS AND 30% ADDITIONAL 106"W X 82'L
PANELS.

@ PATCH CEILING GRID AND TILE AS REQUIRED TO MATCH EXISTING ADJACENT ACOUSTICAL
CEILING CONDITIONS FOLLOWING INSTALLATION OF NEW BULKHEAD OR WALL.

@ FAN COIL UNIT AT CEILING. SEE HYAC SHEET I-HIO FOR ADDITIONAL INFORMATION.

@ PATIENT LIFT 8TSTEM PURCHASED AND INSTALLALED UNDER A SEPARATE CONTRACT.
MANUFACTURER 9 RESPONSIBLE FOR THE STRUCTURAL INTEGRITY OF THE TOTAL LIFT
STYSTEM, INCLUDING TRACK, BRACING, HANGERS, AND ALL CONNECTIONS TO THE BUILDING
STRUCTURE. FINAL LIFT SYSTEM LAYOUT MAY DIFFER FROM THAT SHOWN ON PLANS. THE
NEW ACOUSTICAL CEILING SYSTEM AND ALL CEILING MOUNTED ITEMS, INCLUDING LIGHTING,
ARE SUBJECT TO BE REVISED FROM THEIR LOCATION AS SHOWN ON THE DRAWINGS AND
SHOULD TO BE COORDINATED WITH LIFT SYSTEM MANUFACTURER PRIOR TO INSTALLATION.

' ' ' ' ' @ EXISTING GYP BD SOFFIT AND LIGHT COVE TO REMAIN. REFINISH PER ROOM FINISH
SCHEDULE.

@ PROVIDE ACOUSTICAL CEILING GRID STRIP ALIGNED WITH DOOR OPENING TO TRANSITION

I I I I I BETWEEN PATIENT ROOM CEILING SYSTEM AND TOILET ROOM CEILING SYSTEM. GRID 1S TO
BE FLUSH WITH CEILING TILES SIMILAR TO ADJACENT GRID SO AS TO ALLOW CONTINOUS
PASSAGE OF THE CEILING MOUNTED PATIENT LIFT STSTEM BETWEEN ROOMS.
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